
IN THE MATTER OF THE APPLICATION OF
SOUTHERN SUNRISE WATER COMPANY FOR A
CERTIFICATE OF CONVENIENCE AND
NECESSITY TO PROVIDE WATER UTILITY
SERVICE IN COCHISE COUNTY, ARIZONA.

IN THE MATTER OF THE JOINT APPLICATION
OF NORTHERN SUNRISE WATER COMPANY
AND SOUTHERN SUNRISE WATER COMPANY
FOR THE APPROVAL OF SALE AND TRANSFER
OF WATER UTILITY AS SETS, AND
CANCELLATION OF CERTIFICATES OF
CONVENIENCE AND NECESSITY, FOR
MIR.ACLE VALLEY WATER COMPANY,
COCHISE WATER COMPANY, HORSESHOE
RANCH WATER COMPANY, CRYSTALWATER
COMPANY, MUSTANG WATER COMPANY,
CORONADO ESTATES WATER COMPANY, AND
SIERRA SUNSET WATER COMPANY, LOCATED
IN COCHISE COUNTY, ARIZONA.
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Attorneys for Northern Sunrise Water Company
and Southern Sunrise Water Company

BEFORE THE ARIZONA CORPORATION COMMISSION
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IN THE MATTER OF THE APPLICATION OF
NORTHERN SUNRISE WATER COMPANY FOR A
CERTIFICATE OF CONVENIENCE AND
NECESSITY TO PROVIDE WATER UTILITY
SERVICE IN COCHISE COUNTY, ARIZONA.
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On September 26, 2007 Northern Sunrise Water Company ("Norther Sunrise" or

"Company") made a filing in response to the August 7, 2007 Staff Report regarding the

Company's proposed modifications to the capital improvements attached as Exhibit B to

Decision No. 68826 (June 29, 2006). The Company submitted WestLand Resources, Inc.'s
FENNEMORE CRAIG

PROFESSIONAL CORPORATION
PHOENIX
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"Comme nt Re s pons e  Me mo" for the  Mus ta ng a nd Crys ta l wa te r s ys te ms , which: 1) provide d

water use  da ta , 2) confirmed tha t the  Mustang and Crysta l systems are  in fact inte rconnected, and

3) made  additiona l re commenda tions  rega rding capacity improvements  (ultima te ly approved by

S ta ff). At tha t time  of the  Compa ny's  filing, docume nta tion re ga rding the  S ie rra  S uns e t a nd

Coronado water systems was not yet available .

Northe r S unris e  he re by s ubmits  this  Notice  of Filing in the  a bove -re fe re nce d ma tte r.

Attached here to a re  Comment Response  Memos for the  S ie rra  Sunse t and

Coronado systems, respective ly.

DATED this day of November, 2007.

as Exhibits 1 and 2

FENNE ORE CRAIG, P .C.
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. S ha piro
a ttic  . J . Bla ck

S uite  2600
3003 North Ce ntra l Ave nue
P hoe nix, Arizona  85012
Attorne ys  for Northe r S unris e  Wa te r Compa ny
a nd S outhe rn S unris e  Wa te r Compa ny
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1 ORIGINAL a nd  17 c op ie s  file d
this  5th day of November, 2007 to

4

Docke t Control
Arizona  Corpora tion Commiss ion
1200 West Washington Street
Phoenix. Arizona  85007

5

COPY ha nd  de live re d
6 this  5th day of November, 2007 to

8

9

Steve  Olga . Assis tant Director
Utilitie s  Divis ion
Arizona  Corpora tion Commiss ion
1200 W, Washington St
P hoe nix. AZ 85007
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Ma rlin Scott. J r
Utilitie s  Divis ion
Arizona  Corpora tion Commiss ion
1200 West Washington St
P hoe nix. Arizona  85007

1 4

1997253.1/20898001
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From : WestLand Resources, Inc.

g 9*-"3."

J 'g
*é oz. a o

q

-'>»<=

Date: November 5, 2007

P rojec t No. 1428.01 A 8000

3
In response to ACC comments dated August 7, 2007, WestLand Resources, Inc., offers the following

responses:

1 . When evaluating the "Demand Evaluation Criteria"for all the water systems, the Companies did not

use the actual demand data from each system. According to the Companies, the actual data the

Companies had recorded was limited and not sufficient. Instead the Companies adopted the Bella

Vista Southwater demand data and its peaking factors to analyze each water system and its plant

facilities. It is Staff's practice that when evaluating existing water systems, a Water Use Data Sheet

showing the actual customer demand for that system should be used to evaluate plant capacities.

a
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Response: The well production data available to date has been recorded on a standard Water Use

Data Sheet and is attached. All infrastructure sizing is based upon said data sheets.
i
I
I

2. The Companies stated that it is "possible" the Sierra Sunset System is interconnected with the

aafacent water system(s). the Companies also indicated that the Crystal and Mustang water systems

"may already" be interconnected As a result, the actual water demand for each of these water

systems is not known andplantfacilities cannot be adequately sized
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Response: This system was evaluated for the stand-alone condition as well as combined with

Coronado, and the recommendation for this water system is to provide a new, adequately-sized

interconnection between die two systems, such that the two water systems can work together as a

single system along with the adjacent Babocomari Development.

I
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3. tlle Companies provided lost and unaccounted for water data. the water loss data exceeds the

targeted 10% limitation for unaccounted water in six of the seven water systems. According to the

Companies, to reduce these losses, the Companies have implemented programs to locate in-metered

services and install meters. The possible system interconnections would also affect the water loss

percentages.

I

Response: Algonquin recognizes that the lost and unaccounted for water percentages exceeds

industry standards. New metering equipment and meter reading protocol has been implemented to

identify in-metered areas, interconnects and meter accuracy in an effort to improve said percentages.
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Engineeringand Environmental Consultants



Sierra Sunset Water System
Comment Response Memo

November 5, 2007
Paige 2

o

Water Use Summarv n 3

The Water Use Data Sheet tabulating this system's well production data for the most recent 11.months is

attached. The average day of the peak month production (ADPM) is 18,260 gallons per day(8pd) based

on the 11 months of data available, and Peak Day Demand (PDD) is calculated to be 17 gallons per

minute (rpm). Maximum instantaneous demand for the number of units served in the Sierra Sunset

system is 74 rpm. ADPM for the adjacent Coronado system is 71,500 god and the PDD is 66 rpm i
Recommendations

I

3

Considering the restrictive size of the Sierra Sunset water plant site and proposed connection to the

Coronado system, it is recommended that the systems be interconnected and improvements for Sierra

Sunset be combined with those for Coronado. The combined water system facilities are proposed to be

constructed at a new site and be combined with the proposed improvements for the new Babocomari

development adjacent to Coronado. Combining improvements at one site will be more cost-effective than

constructing die facilities as a retrofit to the existing Coronado site. The proposed Babocomari site will

have 345,000 gallons of storage, a 600 rpm well, and a 1,975 rpm booster station. The portion of that

facility that will be provided for the existing Sierra Sunset and Coronado system capacity requirements is

appro>dmately 93,750 gallons of storage and 130 rpm of booster station capacity. The existing well at

Sierra Sunset is sufficient to meet demand.
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>NAME OF COMPANY Sierra  Sunset

>ADEQ P u b lic  Wa te r S ys te m  No . 02-055

MONTH/YEAR
(Last 13 Months) NUMBER OF

CUSTOMERS

G ALLO NS
S O LD

(Thous ands )

G ALLO NS
P UMP E D

(Th o u s an d s )

G ALLO NS
P UR C HAS E D

December 2006 26 Q 546
4 2007Janu 26 - 566 D

Februa ry 2007 26 G 474
Ma rch 2007 26 518 Q

April 2007 23 11 362
May 2007 29 170 268 -

June 2007 32 245 292
J uly 2007 31 242 201
A u st 20074 29 182 161 Q

September 2007 25 166 146 Q

October 2007 27 124 165 Q

S TORAGE TANK
CAP ACITY

(Gallons )

NUMBER
OF EACH

AR IZO NA DE P T.  O F
WATE R  R E S O UR C E S
WE LL LD.  NUMB E R

WELL
PRODUCTION

(Gallons per Minute)
19,000 propos e d* 1 55-807772 20

>Other Water Sources in Gallons per Minute None
>Fire Hydrants on System No
>Total Water Pumped Last 13 Months (Gallons in Thousands) 3,658 (11 months)

o

WATER USE DATA SHEET

a
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i
I'

3
3

* P roposed s torage  to be  part of Babocomari rese rvoir.
3
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3
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CORONADO WATER SYSTEM
COMMENT RESPONSE MEMO

Docket Control

From : WestLandResources, Inc.
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Date: November5, 2007

P ro je c t  No . 1428.01 A 8000

In response to ACC comments dated August 7, 2007, WestLand Resources, Inc., offers the following

responses:

When evaluating the "Demand Evaluation Criteria"for all the water systems, the Companies did not

use the actual demand data from each system. According to the Companies, the actual data the

Companies had recorded was limited and not sufficient. Instead the Companies adopted the Bella

Vista South water demand data and its peaking factors to analyze each water system and its plant

facilities. It is Sta_#'s practice that when evaluating existing water systems, a Water Use Data Sheet

showing the actual customer demand for that system should be used to evaluate plant capacities.

i
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I

i

Response: The well production data available to date has been recorded on a standard Water Use

Data Sheet and is attached. All infrastructure sizing is based upon said data sheets.

8

The Companies stated that it is "possible" the Sierra Sunset System is interconnected with the

adjacent water system(s). The Companies also indicated that the Crystal andMustangwater systems

"may already" be interconnected As a result, the actual water demand for each of these water

systems is not known andplantfacilities cannot be adequately sized
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Response: This system was evaluated for the stand-alone condition as well as combined with Sierra

Sunset, and the recommendation for this water system is to provide a new, adequately-sized

interconnection between the two systems, such that the two water systems can work together as a

single system along with the adjacent Babocomari Development. i
3
QThe Companies provided lost and unaccounted for water data. The water loss data exceeds the

targeted 10% limitation for unaccounted water in six of the seven water systems. According to the

Companies, to reduce these losses, the Companies have implemented programs to locate in-metered

services and install meters. The possible system interconnections would also affect the water loss

percentages.
Eg

3IResponse: Algonquin recognizes that the lost and unaccounted for water percentages exceeds

industry standards. New metering equipment and meter reading protocol has been implemented to

identify in-metered areas, interconnects and meter accuracy in an effort to improve said percentages. J
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3
Coronado Water System
Comment Response Memo

November 5, 2007
Page 2

Water Use Summarv

The Water Use Data Sheet tabular this system's well production data for the most recent ll months is

attached. The average day of the peak month production (ADPM) is 71,500 gallons per day (god) based

on the 11 months of data available, and Peak Day Demand (PDD) is calculated to be 66 gallons per

minute (rpm). Maximum instantaneous demand for the number of units served in the Coronado system is

261 rpm. ADPM for the adjacent Sierra Sunset system is 18,260 god and the PDD is 17 rpm.

i3

Recommendations

3I
I

It is recommended that the Coronado and Sierra Suns.et systems be interconnected and improvements for

the two systems be combined. The combined water system facilities are proposed to be constructed at a
new site with the proposed improvements for the new Babocomari development adjacent to Coronado.

Combining improvements at one site will be more cost-effective than constructing the facilities as a

retrofit to the existing Coronado site. The proposed Babocomari site will have 345,000 gallons of
storage, a 600 rpm well, and a 1,975 rpm booster station. The portion of that facility that will be

provided for the existing Coronado and Sierra Sunset system capacity requirements is approximately

93,750 gallons of storage and 130 rpm of booster station capacity. Existing available well capacity is

sufficient to meet demand.

s
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>
NAME OF COMPANY Coronado

>ADEQ Public Water System No. 02-013

MONTH/YEAR
(Last 13 Months)

NUMBER OF
CUSTOMERS

GALLONS
S OLD

(Thous ands )

G ALLO NS
P UMP E D

(Th o u s an d s )

G ALLO NS
P UR C HAS E D

December 2006 196 1,111 not available In

4Janu 2007 196 893 1,212
aFebru 2007 196 1,187 1,233 D

March 2007 196 879 1,513
April 2007 200 1,266 1,585 Q

Ma y 2007 198 1,183 2,004 Q

June 2007 196 1,050 2,145 -
July 2007 194 1,612 1,860 -
Au st 2007I 195 1,423 2,019 -
September 2007 192 1,580 1,605
October 190 1,061 1,555 Q

S T O R AG E  T ANK
C AP AC IT Y

(Ga llo n s )

NUMBER
OF EACH

ARIZONA DEPT. OF
WATER RESOURCES
WELL I.D. NUMBER

WELL
PRODUCTION

(Gallons per Minute)
I72,000 reposed* 1 55-807773 110

>Other Water Sources in Gallons per Minute None
>Fire Hydrants on System N o
>Total Water Pumped Last 13 Months (Gallons in Thousands) 16,731 (11 months )

»°

WATER USE DATA SHEET

J

* Proposed storage to be part of Babocomari reservoir.


